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Purpose/Scope

The purpose of this assessment is to comprehensively and qualitatively assess the risk from fire
within the PHENIX Complex at Buildings 1008, 1008A, 1008B, and 1008C, to ensure DOE fire
safety objectives are met. The assessment includes the risks from fire and related hazards (direct
flame impingement, hot gases, smoke migration, fire-fighting water damage, etc.). DOE fire
protection criteria are outlined in DOE Order 420.1', Chapter 4. The Fire Hazard Analysis, required
for the Safety Analysis Document for this facility, is incorporated into this assessment.

Summary

The current and proposed uses of Buildings 1008 and 1008A for the PHENIX Physics Experiment
have been analyzed. These descriptions are based on field surveys, a review of the planned and
completed installations, and discussions with PHENIX Project staff. This FHA describes the
achievement of a reasonable and equivalent level of fire safety to meet DOE ‘s “Improved Risk”

objectives.

1) The EM Calorimeters and ToF regions should be provided with a clean agent fire suppression
systems prior to use of flammable gases in the Detector. An alternative would be to inert the
enclosures. These units contain photo multiplier tubes (an ignition source), significant combustibles
that are not self extinguishing (cables, scintillating plastics, plastic PMT Hoods), and the Detector
configuration can burm without the ability to manually mitigate a fire (enclosed, mounted off the floor).
While several hundreds of thousands of dollars of damage can occur in a fire, this situation can lead
to flammable gas involvement and an ensuing explosion.

2) The regions below the Detector should be examined and methods developed to ensure heavier
than air flammable gas do not accumulate.

lys Department of Energy Order No. 420.1, Eaility Safety, 11/16/95
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3) The PEH ceiling area should be studied to determine if methane can accumulate from the P-10
and form an explosive mixture, If so, methods to vent the accumulations should be developed prior

to use of lighter than air gases.

4) With the normal Iighting being one of the system de-energized upon detection of flammable gas,
and personnel being aliowed into the PEH with flammable gas in the detector, Class | Division il

lighting should be installed to prowde safe egress for occupants upon gas alarms prior to use of
combustible gases.

5) The $10 million of equipment in the Rack Room should be evaluated for a clean agent fire
suppression system. :

6) The blue stone road up to Bldg. 1008D and 1008C should be made more substantia! to allow fire
apparatus to respond during inclement weather.

Analysis
1. Scope

This review includes the experimental facilities and support structures for the PHENIX Experiment
at the Relativistic Heavy lon Coliider (RHIC), located at Brookhaven National Laboratory (BNL). The
buildings associated with PHENIX are Bldg. 1008 (Assembiy Hall and Experimental Hall), Bldg.
1008A (Control Room, Technical Support Building), Bldg. 1008B (Mezzanine only) and Bidg. 1008C
(Pump Room). Excluded are the RHIC Accelerator systems {Tunnels, Coid Box in Bldg. 1008B).
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1.1 Construction

The PHENIX Complex is located in the northern region of Brookhaven National Laboratory (BNL),
in the RHIC Collider site. BNL is a 5,000 acre site owned by the Department of Energy and
operated by Brookhaven Science Associates. BNL is located in Upton, New York.

KEY PLAN

NOT TO SCALE
Figure 1 Location of PHENIX Experiment at RHIC
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1.1.1 Bldg. 1008 PHENIX Experimental Hall (PEH, See Figure 2, 3. 4)

Building 1008 is a one-story, 11,400 sq. ft. building, builtin 1981. The facility is set astride the RHIC
accelerator tunnel, facing Ring Road on the interior of the RHIC Ring. Bldg. 1008 has two parts,
the Interaction Region (IR) is 50 ft. high, and the Assembly Hall (AH) which is 60 ft. high. The IR
is the western portion of the facility and is set back into the earth. Floors, walls, and ceiling are
made of reinforced concrete. A fifty foot high, 5 ft. thick shielding block wall separates the IR from
the AH. The shield wall has one emergency exit. One normal exit is provided by a removable plug
door. The north and south walls both have one 900 sq. ft. (approximate) opening that communicate
to the RHIC Accelerator Tunnel. In front of these openings are five metal plates, each several
inches thick, and each exceeding the opening’s area in size (35 ft. by 43 ft.). They are part of a
Detector sub system called Muon ID. A 10 inch air gap is provided around the opening to the
vertically mounted Muon ID Plates. Through the center of the five plates, approximately a 5 ft. by
5 ft. opening is present. A cryogenic magnet and beam pipe brings the Heavy lons into the

experimental hall via these openings.

o

FIGURE 2 view of Bldg. 1008 looking Figure 3 interior of IR during detector
construction. Muon ID Plates are to left and right.
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The AH is in the eastern portion of the facility. Itis used as a staging area for equipment entering
the IR. The walls are made of fiberglass insulated metal sandwich panels. Roof construction is
Class | by Factory Mutual Standards. The floor is reinforced concrete.

1.1.2 1008A

Adjacent to the north side of Bldg. 1008 is Bldg. 1008A. Building 1008A is a one-story metal
framed and sided building with a standing seam metal roof. Roof construction is Class | by Factory
Mutual Standards. Total floor area is approximately 7,600 sq. ft. There are two portions of the
facility. The Counting House is the newly constructed southern half (5,700 sq. ft. built in 1997).
The Support Building is the original northern half (2,800 sq. ft. builtin 1981). The original part of
1008A resides on the north side. The newer portion of Bldg. 1008A fills the 107 by 52 ft. area
between the 1008 and the original 1008A. The interior of Bldg. 1008A Counting House has a steel
framed gypsum wall. Fire rated sheetrock was used on the interior side.
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Figure 5 Bidg. 1008A and adjacent area.

Figure 6 Exterior view of Bidg 1008A
looking from the east. Bldg. 1008 PEH is on
the left side.
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1.1.3 Bldg. 1008B
Bldg. 1008B is a 3,200 sq. ft. free standing structure on the outside of the RHIC Ring at the eight

o’clock sextant. The structure is one story, 20 ft. high, prefabricated insulated metal building, built
in 1995. A metal framed mezzanine has been installed, on which PHENIX magnet power supplies
reside. An interior one-hour fire rated room has been constructed to house pump controllers,
vacuum controllers, and similar instrumentation. Roof construction is Class | by Factory Mutual
Standards. Interior finish has a Class A flame spread rating.

Figure 7 Exterior view of Bldg. 1008B looking from the north west.

1.1.4 Bldg. 1008C
Bldg. 1008C is a 1,125 sq. ft. free standing structure on the outside of the RHIC Ring at the 8

o'clock sextant, just south of Bldg. 1008B. The structure is a one story, prefabricated insulated
metal building, built in 1997. The floor is reinforced concrete. The facility houses water treatment,
water circulating pumps, and cooling tower controls for PHENIX. An induced draft, prefabricated,
metal cooling tower is located south of this structure.

1.1.5 PHENIX Gas Mixing House and Gas Pad

The Gas Mixing House is a prefabricated, 2 hour fire rated, storage facility. Itis approximately 500
sq. ft. The unitis typical of a “Haz Store” structure. To the east of the Shed, PHENIX has an open
air pad for gas cylinder storage. Cylinders are stored and connected to manifolds on a concrete
pad. Metal racks are provided for securement of cylinders.

1.2 Fire Barrier Integrity

Bidg. 1008A is separated from the RHIC Tunnel by a two hour fire rated assembly. The labyrinth
is made of reinforced concrete, covered by 15 ft. of earth, and has a rated fire door where it enters
Bldg. 1008A. Cable penetrations are sealed. This barrier is required by the Life Safety Code
(horizontal exit requirements associated with the RHIC Tunnel travel distance). Also this barrier
isolates the high value tunnel equipment from the control room and tech shop areas.
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The IR houses the majority of high valued equipment (greater than $50 Million in value). The RHIC
Tunnel opens to the IR on the north and south sides. Several tons of steel are in front of this
opening, but it does not provide a barrier (see section 1, Bldg. 1008 PEH).

Normally a fire bamier would be expected to segregate the high vaiue magnet strings in the tunnel
from the PHENIX Experiment. Due to the configuration of the beam transport system and the IR,
a fire rated barrier was not installed. Mitigating features to allowing this condition are as follows:

1) low combustibility of the contents and structure in the RHIC Accelerator Tunnel (see RHIC SAD),
2) spot smoke detection in the tunnel, :

3) redundant spot heat detection in the tunnel, :

4) heat detection and preaction sprinkier system in the IR (area of some combustibles),

5) HSSD smoke detection in the IR at the ceiling level,

6) low pressure of flammable gases in the IR (no significant iame impingemsnt from a leak),

7) limited volume of gas in the IR (limited bum time),

8) shielding effect of the Muon Steel Plates from the PHENIX gas systems

9) a vapor barrier for the liquid helium oxygen defiency hazard, acts as a smoke barrier, segregating
the tunnel sections from the IR on both sides

10} the RHIC tunnel has a emergency smoke ventilation system, activated by tunnel smoke

detectors, o
11) the IR has an emergency ventilation system independent from the RHIC tunnel system.

This is a deviation from the DOE requirement to isolate high value equipment with fire rated
construction. By way of this document, an exemption request is being processed.

The PHENIX Contro! Room is focated in Bldg. 1008A. The wall between the AH and the Counting

Room is a fiberglass insulated metal pane! with framed fire rated gypsum board walls on the
Counting House side (IR has reinforced concrete walis). This construction does not meet the
standard one hour fire rated construction required by DOE’s Standard on Fire Protection for
Electronic Data Processing Systems. However the assembly is equivalent, given the insulative
qualities of the metal panels and the existence of sprinkler protection on both sides of the wall.

Bldg. 1008B has a one hour firé énclosure in thé first floor's South West comer. There are no

deficiencies with this barrier.

The portions of Bidg 1008 and the seamed steel metal built up roofs of Bldg. 1008A, 1008B, and
1008C are in good repair. The roof for the new Counting House meets Factory Mutual 1-90 rating -
from windstorm resistance. '

Portions of the PHENIX Experiment have gas filled chambers, These chambers have thin windows,
typically 5 mil Kapton (the TEC is 1 mil). These chambers operate at pressures slightly over

- atmospheric pressures. The gas system design is capable of accommodating rapid pressure drops

due to storms. For large chambers, buffer volumes are provided to provide prompt supplies.
Although hurricanes posses the highest wind speeds, the “Northeaster” storms have demonstrated
that they produce the quickest pressure drops. The worst storm in BNL's 40 year history produced
a % inch water column drop in ¥% hour. This was used as the design basis. Details are provided
in the RHIC Experimental Review Committes files. '
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2.0 Occupancy and Associated Fire Hazards

2.1The IR o o
The IR will house the PHENIX Detector. This detector is a physics experiment. Two heavy ion
beams from RHIC will collide in the middle of the hall. The detector, and its multiple systems, will
monitor the events that develop. Various systems are used to track these interactions. Six of the
aeleven systems at PHENIX that have gases mixtures with flammable components. The largest
being the RICH Detector, with two chambers containing 40 m? of pure ethane each. These large
quantities of flammable gases are housed in thin windowed pressure vessels. Typically the
windows on these vessels are Kapton, with a thickness of 5 mils. Maximum operating pressures
are ¥ inch water column. Based on thesa hazards, the area is considered a “high hazard industrial
occupancy” (by the Life Safety Code) due to the fikelihood of a quick deveioping fire (Note: the
quantity and pressures are low, an event will stay local and is not expected 1o be of a long duration).
Based on this Life Safety Code classification, two exits are required with nc dead end distance. The
placement of the doors is sufficiently separated (i.e., %2 D) to qualify for remote exits. By using the
removalable plug door for all access, the project will ensure that two exits are available when ever

the IR is entered.

The electronics on the PHENIX Detector is the main potentiat soutce of ignition. The cabinets on-
the Carriages will be pressurized with air to prevent infiltration of combustible gases. '

During the design of the sub systems, efforts were made to reduce the combustible ratings of the
equipment. The electronics and cable within the PHENIX Detector have been selected to be low
combustibility and self extinguishing (FR4 printed circuit boards, |IEEE 383 rated cables,
Underwriter's Laboratory listed cables for National Electric Code plenum/riser/genseral use
applications, IEC 332-2/UL1581 VW-1 ratings; see RHIC Cable SEAPPM and RHIC Experimental
Safety Review Committee meeting notes for details). Removal of electrical power has a high
probability of resulting in self extinguishment (early detection and early power off).

_ Electronic circuit boards that are in the racks attached to the Detector’s Carriages are housed in

cabinets pressurized with fresh air from outside the PEH to prevent the infiltration of flammable
gases (compliant with the National Electrical Code for flammable gas ignition prevention). The
pressurization of the cabinets by air for the purging will be monitored and interlocked to the cabinet
power. Although the contents of the each rack will be less than $100k, smoke detection is being
provided within each enclosure. Smoke detection will be interlocked with the individuais rack’s
powet. This will minimize the size of an event on the Carriages, which are closely located to the
Detector and its flammable gases. There is a possibility that the Project may arrange the cabinet
pressurization system to supply nitrogen when the cabinet fire alarm systems activate. This is
optional and may provide a benefit if the cabinet can be flooded with 30 to 50% nitrogen within a

reasonable time.

Electronics around the RICH windows (the largest flammable gas source) and Pad Chambers will
be purged with nitrogen for cooling and inerting. Other electronics in the Detector will be within a
region potentially exposed to flammable gases during an accident. Combustible gas detection will
sample areas in the expected leak path from subsystems containing flammable gases. In the event
of a detected leak in the range of 25% of the lower explosive limit, power will be shutdown to the
Detector and a purge/vent protaction action will be started {power off to the detector, turn on IR
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emergency exhaust system, purge chambers with inert gases, vent combustibles gases to exterior
through the High Capacity Vent Stack). _

| Ceiling Level and Floor Level gas detection will be provided in the PEH. These two systems are

intended to detect accumulations of flammable gases minute leaks. Minute leaks may not active
the Detactor flammable gas detection systems, but the gases may accumulate at collection points,
to leveis above the explosive limits. At 25% of the Lower Explosive Limit the PEH flammable gas
detectors will initiate the PEH's emergency exhaust fan system and remove power from alf non-
explosion proof devices in the PEH.

This protective arrangement within the PEH is considered equivalent to the Class | Division ||
electrical equipment rating required for occasional exposure to combustible gases. The specially
fabricated electronics cannot be rated for Class | Divisicn |l environment due to the experimental
physics requirements and impractical nature of fabricating explosion proof detector electronics.
Time and cost of the testing by nationally recognized testing laboratory is prohibitive.

The design intent for the HSSD system within the detector senses a board fault as it develops
smoke. The ignition source is limited by over current protection. Most designers selected
Polyfuses, a semiconductor device that stops current fiow at twice the rate value. It requires ali
power to be removed before it will reset. Board level fusing limits fault conditions to a maximum of -
80 watts (a number developed during the RHIC Experimental Safety Review Committee meetings).

The notable exceptions to the flammability control policy were the EM Cal arrays (Lead Scintillator
and Lead Glass) and Time of Flight (ToF). The high density plastic scintillator {polymethyl
methacrylate) in the Lead Glass EM Cal Is in the form of 4.4 inch squares, .2 inches thick. Each
square is sandwiched between lead plates of the same size. The square are stacked to
approximately 20 inches deep and wrapped in a thin stainless steel housing. This reduces the
plastic’s likelihood of being the first material ignited. Since plastic melts and then burns, the Lead
Glass plastic will contribute fuel to a established fire. o

The Lead Glass Array reused existing equipment that contained plastic hoods and-unrated cables.
These detector sub systems are on the exterior of the east and west carriage arms and are
contained in large metal boxes. The hoods and cables represent significant quantities of flammable
materiats. The ToF, located directly in front of the Lead Glass, contains Photo Multiplier Tubes
mounted directly to plastic scintillator. This arrangement provides a potential ignition source directly
connected to a significant fuel source. These are ideal application for a clean agent suppression

systems (see recommendation 1).

Emergency exhaust ventilation is provided for the IR via one 54 inch exhaust duct is located high
on the back (west) wall (visible in Figure 5) as a 37,000 cfm supply source. A second 54 inch
exhaust duct is located iow on the back wall and is an exhaust. Both have non-sparking fan biades
and motor out of the air stream. When the emergency exhaust system is activated, dampers close
off an HVAC system that uses the duct work and activate supply and exhaust fans. The flow wiil
provide one air change every three minutes. The design using low exhaust is suitabie for equal or
heavier than air gases. It is not ideal for smoke removal, but it is adequate. The quantities of lighter
than air gases are limited and generally involve methane (from P-10). P-10 (10% methane, 90%
argon) is a non-flammable gas by Department of Transportation classifications. It requires the
slightest dilution in air to become locally non-flammable (Department of the Interior, US Bureau of
Mines Bulletin 627, Flammability Characteristics of Combustible Gases and Vapors, 1965). The




~ FHA, PHENIX Complex, Bldg. 1008, 1008A, 1008B, 1008C

Page 10

methane in P-10 can diffuse out and collect in the well sealed IR. A method of dissipating methane
is being examined. It will be presented to the RHIC Experimental Review Committee and approved
prior to using lighter than air flammable gases (see recommendation 3).

The emergency exhaust duct dischafge discharges above the IR, on top of the radiation shelding
berm. Ignition sources have been excluded from an volume 5 ft. in all directions from the vent.
Ignition sources have also been exciuded for the region 36 inches above the grade.

The emergency exhaust system provides cne air change evey six minutes. This exchange rate -
will exhaust smoke and combustible gases (fans are non-sparking; motor is out of the air stream).
The liquid/gaseous helium hazards from the tunne! are segregated by a vapor barriers in both
tunnels adjacent to the Muon ID Plates. The RHIC Personnel Access Safety System (PASS)? is
used to activate the ventilation system. PASS receives alarm signais and outputs interlock
commands. Since the emergency power generator cannot sustain the start up current draw when
all fans active at the same fime, fan start up in staggered. S

Normal IR ventilation utilizes the emergency ducts to reach the air handiers above the roof berm.
Dampers “fail-safe” to purge configurations. The normal ventilation system will be provided with
fresh makeup air at the rate of 1500 cfm. Methods will be developed to ensure circulation of air past
any potential collection points below the Detector (see recommendation 2).

Duct smoke detectors have not been instatled in the normal air handling system. The HSSD area

- smoke detection system is interlocked to shut down normal air systems and initiate emergency

ventilation systems. This complies with National Fire Codes NFPA 80A, Chapter 4. However, due
to the complexity of the air handler system logic and control in the IR, interlocks are handled through
several control systems, and are not in strict compliance with National Fire Code 72 supetvisory
requirements regarding fan shutdown circuits. Periodic testing of the circuits wili be conducted as
part of the nommal Fire Protection System Inspection Test and Maintenance Program.

2.2 The AH |
The Assembly Hall is used for staging and as an assembly area for the various PHENIX Detector

sub systems (sub systems assembled and check elsewhere, construction of sub system.arrays
done in AH). The AH has not been provided with the protective systems that would enable sub
assemblies to run wili full inventories of combustible gases. The AH's fire hazards include all
elements present in the IR, except for the use of fammable gases. Small quanitities of flammable
gas mixtures maybe allowed with the review and approval of the RHIC Experimental Safety Review
Committee.

2.3 Bidg. 1008A

Bidg. 1008A is used as a control facility and houses the support services (Data Acquisition, control -
electronics, laser calibration, control room, console room). The Rack Room will be occasionally
occupled. The Control/Console room will have operators and support staff on a frequent basis. The
primary fire hazards associated with these operations are high value/critical electronic equipment.
Approximately $10 million of equipment wiif be housed in the Rack Room. Control consoles are
valued at less $300,000. The Rack Room and Control Room occupancy is considered an ordinary
industrial facility by the various fire codes.

2pASS is a PLC based control system used for all personnel safety functions, including radiation
safety and oxygen deficiency safety. See the RHIC SAD for details on this safety system,
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2.4 Bldg.10088

An interior one-hour fire rated room has been constructed to house pump controllers, vacuum
controllers, and similar instrumentation (valued at less than $500k). PHENIX has several power
supplies on the a metal frame, metal deck mezzanine. There are three supplies (potentially a fourth
in the future), valued at approximately $100k each. They are similar to the RHIC Accelerator
Supplies (dry transformers, electronics). These supplies are “off the shelf”, custom configu red for
voltage and amperage delivery. The remainder of the facility is a RHIC “Cold Box." This is the
power supply transition point from warm to cryogenic buss for the RHIC Accelerator Magnets in the
RHIC Tunnel. The facility is a low hazard, industrial facility.

25 o
Bldg 1008C is used for a pump house and water system supporting PHENIX. Circulating pumps

and deionizes for the cooling water systems are present. A prefabricated metal cooling tower is
present to the South. This is a fow hazard, industrial occupancy. No high value equipment is
located in this structure. -

2.2 Critical Process Equipment

The PHENIX Detector is divided into 11 Detector sub-systems, which are not all required for the
experiment to produce useful data. The Beam-Beam Counter supplies timing information for
several other systems. It is aiso one of the least expensive and easily replaced sub systems. The
remaining systems are needed in different combinations to support various aspects of physics
investigation. Except for MVD and ToF, each subsystem consists of at least two components

‘located on opposite sides of the Detector. Typically these separated portions can support the

physics experiment without all units on-line (i.e., the West carriage EM Cal can support the program
without the East carriage EM Cal). Each Detector subsystem has spares for electronic readout
components, but in no case are their sufficient spares to replace the entire subsystem.

The Support Systems (such as Magnets, cooling water, electrical power, gas supply, gas vent) are
required for PHENIX operations. The majority of components in these systems are common and
easily deliverable. Custom parts do have spares. The major exceptions are-the arge Central,
North, and South Magnets, including their coils. [t is impractical to have spares for these massive

devices. Concurrently, it is unlikely that an event will inflict sighificant damage to these devices. -

2.2.1 Special Occupancies

Special occupancies include electronic data processing and vital/important records. The special
occupancies of PHENIX and Blidg. 1008 are expanded upon in sections 2.2.1 and 2.2.2, below.

2.2.1 Electronic Data Processing

The control equipment associated with the operation of PHENIX is located in a control room in Bldg. -
1008A. Dotlar values for control equipment and data acquisition equipment in the rack room
approach $10 Million. The facility is a non-combustible construction, segregated from other
occupancies by one hour fire walls, provided with smoke detection, and protected by a preaction:

- sprinkler system. This arrangement poses an acceptable risk.

2.2.2 Vital and Important Becords Storage
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Vital records are those records which are essential to the mission of an important program and
which, if lost, could not be reproduced or obtained elsewhers. Important records are those records -
possessing a high value to the mission of an important program but which, if lost, could be
reproduced or reconstructed with difficulty or extra expense.

Based on the above definition, the data collected from the experiment is vital. This information is
collected by the facility and transmitted to the RHIC Computing Facility in Bldg. 515, Brookhaven
Computing Facility (separate facility several miles away, connected by computer network). This is
no on-site storage of data. The petabytes of data are the subject of another analysis.

2.3 Unique Fire Hazards

Unique fire hazards ihcluda; modular buiidings, trailers, cooling towers, flammable liquid and gas
storage, cabie trays, housekeeping in vital areas, and highly combustible building materials. The
unique fire hazards at the PHENIX Complex are expanded upon in sections 2.3.1 through 2.3.7,
below. ' '

2.3.1 Modular Buildings

Currently there are no funded plans for additional buildings around PHENIX. If facilities are
provided, they will comply with DOE Orders on separations, construction, and protection. '

2.3.2 Trallers
See 2.3.1.

2.3.3 Cooling Towers

The experiment has a wéter based heat removal system. One cooling tower is located to the south
of Bldg. 1008C. The unit is metal, prefabricated, and serves the PHENIX Magnet Systems. There
is no fire exposure concem.

2.3.4 Flammable Liguid/Gas Use and Storage

Six of the Sub Systems at PHENIX use gas mixtures containing flammable gases. Their inventory
represent significant hazards. A study was performed to analyze the potential for damage (Design
Basis Accident’). The Analysis assumes the release of the full inventory of all gas systems (unlikely
due to the separation of gas systems and their low pressures) and forms a homogenous cloud prior
to ignition. The events postulated do show that the damage does not involve areas cutside of the
normally unoccupied PEH area and only minimally affects in the AH. Refer to the PHENIX SAD for

details. _ '

3 Explosion Analysis for the RHIC PHENIX Detector, July 1998, RHIC/DET Note 27,
PHEN{X/Tech Nots 354, by Dr. G. Ciccarelli .
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. The following is an inventory of flammable gases used:

Detector _ GasesUsed | Total Detector Volume (m’
Drift Chamber (DC) Ar/C.H, (50%/50%) 586
Pad Chambers (PC) AI/C,H, (50%/50%) 1.12
Time Expansion Chamber Ar/CH, (90%/10%) 11.5
(TEC)
Ring Imaging Cherenkov C,H, (100%) 80
Counter (RICH)
Muon Tracker (Mu Tr) CF/C,H,, (50%/50%) 292
Muon Identifier (Mu D) CO,/C H,, (91%/9%) 59

The. RHiC Experimental Safety Review Committee has examined the design and instafled
configurations of the Detector and its sub systems.

Release of gases into the IR have be addressed by:
1) flow limiters in supply lines and fimitations on quantities for flammable gas systems,
2) solid metal piping from the supply to the Detector’s distribution systems (with the exception
being at the base of both carriages and the Muon Magnet System where a flexible pipe is used),
3) requirements for leak checking of piping systems,
4) Detector chambers are designed to ensure window integrity (burst safety factor)
5) pressure tests that-assure chamber construction meets design boundary limits,
5) designs that “fail-safe” with loss of power (i.e., purge of flammables with inert gases),
6} combustible gas detection in the regions where gas could be released and could collect,
7} highly sensitive smoke detaction to promptly indicate off normal conditions,
8) interlocks to shut off afl power to the Detector in the event of fire alarm conditions from within
the Detector (Detector purge/vent is also started),
9) fusing of power distribution system on printed circuit boards within the PHENIX Detector to
limit max front end power dissipation potential (normally under 80 watts),
10) mechanical protection for chamber windows that may expand during over pressurization and
contact electronics,
11) continuous purging of the interstitial space between Pad Chambers, Front End Electronics
and RICH windows with an inert gas, :
. 12} continuous purging of electronic racks and AC power distribution panels with frash air to
prevent flammable gas contacting non-rated electrical equipment,
13) normal ventilation in the IR to dissipate combustible gases (“normal leakagse™),
14) high rate purge, activated with interlocks, in the IR to dilute and remove released gases,
15) monitoring of oxygen content of flammable detector gas in the detector system,
16) for all new equipment brought into the interior of the IR, Class [, Division [l criteria was
imposed for classification of electrical devices (existing circuits were not retrofitted, but dilution over
the travel distance from the devices fo the source makes these devices unfiksly ignition sources).
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The quantitly of flammable gas is of particular concem. The PHENIX Project study on the explosion

potential from the flammable gas used (See PHENIX SAD) locked at several cases of accident.
Under “idea!’f conditions severe damage could occur to the entire contents of the IR.

The vent/purge time of the Detector's larger flammable gas chamber is compticated by the window
chamber relief pressure of 3/4 inches of water column, the distance and height of the vent stack
through the radiation shielding, and the density of the gas.

Normal venting of excess Datector gas occurs through a system called the Low Capacity Vent Stack
(LCVS). Gas lines terminate within a exhaust duct, located in the soil, on the outside back wall of
the iR. A ventilation fan forces a draft up the vent stack from the bottom. The fan is monitored for
flow. The fan's cfm dilutes the gases below their lower explosive limits by at least a factor of four
(assuming maximum flow from the vent lines). The LCVS vents above the radiation shielding,

above the roof.

Emergency venting of the Detector gasses occurs through a second system called the High
Capacity Vent Stack {(HCVS). The Detector is connected to a 4 ¥ inch O.D. header and then to
a 30 inch stack which travels in the soil up the outer wall of the IR to above the roof's berm. The
system has s fan mounted on the top of the vent to induce a flow by aspiration. This arrangement
requires 3 to 4 hours in order to effect several air changes and ensure concentrations less than the
lower explosive limit in the detector. Studies have been done to model the Detector/Vent system.
This is the fastest and safest flow achievable without rupturing the Detector’s fragile Kapton
windows.

The Gas Mixing House will contain flammable gas cylinders, connected to supply manifolds.
Connects are made here often, therefore the room has been classified as a Class 1 Division |l area
for elactrical equipment. :

2.3.5 Cabie Trays

High voltage, low voltage, control, and signaling cables are segregated in accordance with NEC
requirements throughout the PHENIX Complex. The cabling is located in conduits, raceways and
cable frays. In most instances, the cables provided in the cable trays meet the RHIC flammabiity
test criteria (IEEE 383, VW-1, NEC rated wire for cable trays). Automatic sprinkler protection is
provided in the PEH, Rack Room and control room.

2.3.6 Housekeeping in Vital Areas

For this high value facility, good housekeeping and control of combustibles will be essential. Intemal
self inspection will be routine and an aid in evaluating the effectiveness of the program.

2.3.7 Hi
No significant amounts of exposed polystyrene insuiation or other highly combustible building
materials are used in the construction or operations at the PHENIX Complex.




FHA, PHENIX Complex, Bldg. 1008, 1008A, 1008B, 1008C
Page 15 _ :

3.1 BNL Infrastrycture Fire Safety Support Systems
3.1.1 Site Water System |

" BNL has a combination domestic and fire protection water supply system. The system is supplied

by several deep wells and is stabilized by two elevated water storage tanks (one 1 million gallon and
one 350,000 gallon capacity). The wells have electric primary drivers and a limited number have
backup internal combustion drivers. The system can sustain three days of domestic supply and a
maximum fire demand (4000 g.p.m. for 4 hours) for BNL with two of the system's largest pumps out
and one storage tank unavaitable. The piping distribution network is well gridded. Water supplies
around the RHIC Ring Road are fed from two well separated connections to the BNL system.
Ample valves provide isolation in case of a main break. Static water pressure to the PHENIX
complex Is typically 70 psi. Water supplies to Bldg. 1008 and 1008A are capable of suppling 1,700
g.p.m. with 60 psi residual pressure. Supplies to 1008C are similar. ' '

Fire hydrants are provided within 300 ft. of each facility. Frost proof hydrants are needed since the
frost line extends to 4 feet below the surface in the winter. BNL and the local Suffoik County Fire

Departments use Nationa! Standard Thread couplings.

BNL's Plant Engineering Division maintains the water sUppIy system. BNL's Fire/Rescue Group
conducts valve inspections on the distribution system to ensure reliability of firefighting water

supplies.

3.1.2 Fi '
" The BNL Fire/Rescue Group is a fult fime, paid department. Minimum staffing is five firefighters and

one officer per shift (Fire/Rescue Staff & Organization). The firefighters are trained to meet
Firefighter Level ill by International Fire Service Training Association standard , National Fire
Protection Association (NFPA) Fire Fighter Level Il standard, and (NFPA) Hazardous Material
Technician Leval and they are Suffolk County Certified Confined Space Rescuers.

The BNL Fire/Rescue Group also provides emergency medical services to an on-site population of
3200 people. A minimum of two members per shift hold New York State "Emergency Medical
Technician - D" certifications ("D" is for defibrillation). Normally all five firefighters have EMT status.
The Group operates a New York State Certified Basic Life Support ambulance (a 1988 Wheeled
Coach Type | on a Type Hi Chassis). Medivac services are availabie to BNL via the Suffolk County

~ Police Department (a training session).

Additiohally the Group has two 1500 g.p.m. "Class A" Pumpers, one Rescue Vehicle for initial
hazardous material incident response.and heavy rescue operation, one Command Post Vehicle,
one 5 ton military chassis converted to a Long Island Style Brush Truck. -

The single Fire Station is on the west side of the Site. Response time to the most remote section
of the Site is less than eight minutes (assuming the Fire/Rescue Group is not on another emergency
call). RHIC represent one of the most remote areas.. Future plans may reduce this response time
to iess than 4 minutes with the addition of an access road from Upton Road to Ring Road.
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BNL participates in the Suffolk County Mutual Aid Agreement. This allows the resources from ovér
130 depariments to assist BNL. BNL is also a member of the Town of Brookhaven Foam Bank and
Town of Brookhaven Hazardous Material Mutual Aid Agreement.

3.1.3 Site Fire Alamm System

Brookhaven National Laboratory provides central fire alarm station coverage by an. Underwriter
Laboratory listed muitiplexed Site Fire Alarm System. The system is a Wormald System 1000,
installed in 1987 (Wormald is now know as Grinnel Fire System). The system complies with the .
requirements of NFPA 72 for a Style 7D System.

The system uses the existing site telephone cable plant. RS232 signals are sent via full duplex line
drivers. Each fire alarm panel has two channels connected to the Central Station. The panels are
divided into 7 communication “loops." The system can monitor more than 20,000 points. It is
currently monitoring 3,800. Response time from alarm at the panel to alarm indication at the Central
Station is less than 10 seconds, which is well within the 90 seconds allowed by NFPA 72.

The main console is at the Firehouse, Bldg. 539. This station monitors all fire alarm signals, trouble '

and communication status alarms. A satellite station is provided at Safeguards and Security, Bldg.

50, and receives only the fire alarm signals. If the Firehouse does not acknowledge an alarm within

90 seconds, the satellite station at Bldg. 50 will receive an audible indication to handle the alarm.

A second satellite station is provided at AGS Main Control Room, Bidg. 911, and receives only the

fire alarm signals from the RHIC/AGS accelerators buildings. A team of operators and Health
Physics Support personnel respond during accelerator operating times.

3.1.4 Fire Extinguishers '
Fire extinguishers have been instailed throughout the facilities in accordance with NFPA 10. Clean

agent units are installed in the IR, AH, and Rack Room. Multipurpose units are instalted in the other
conventional areas. Although the distribution of these units meet NFPA 10, the access to burning
materials within PHENIX will be difficult, if not impossible, with hand held units (height of equipment, .
depth and dénsity of equipment). Attempts to acquire streaming type Wheeled Clean Agent units
have not been-successful. : : S _ Lo _

3.2 PHENIX Experimental Hall

3.2.1 Highly Sensitive Smoke Detection System (HSSD)

To provide early waming in both the Intersecting Region and the Assembly Hall, the PHENIX PEH
is provided with a Highly Sensitive Smoke Detection System (HSSD). The ceiling heights in excess
of 50 ft. prompted the need for a detection system with greater sensitivity than the standard spot .
type of detsctors. The air aspirating type of detection has a ceiling mounted network of pipes. The
sampling ports have been designed in accordance with the manufacturer’s Underwriter's Listing.
The ceiling piping has been labeled with crange pressure sensitive “Fire Alarm” labels. Sampling
ports have been marked with blue tape. The system has been tested to verify conformance with
design response time. Twenty four hour battery backup and emergency generator power has been

supplied. - :

The HSSD system provides three level of alarms. All three alarms report back to the BNL on-site
Fire Department via the Site Fire Alarm System. The first level alarm is a local alarm (intended for
the control operators). Second level alarms also sound locally, but requires an investigation by
Fire/Rescue. Third level alarms require full response by Fire/Rescue. Third level alarms also
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activate building audible/visual devices, PHENIX Detector power off, emergency Detector
vent/purge, and building emergency exhaust fans. The system complies with NFPA 72 and the UL
listing. Building fire alarms have battery backup (24 hour capacity) and emergency generator power
(24 hour capacity). This system, combined with the on-site Fire/Rescue Group, satisfies the DOE
requirement for a redundant fire suppression system for loss potentials over $50 Million.

3.2.2 j r

To provide suppresston of a disastrous level fire in the Experimental Hall and the Assembly Hall,
a preaction sprinkler system has been installed. installation of the sprinkler system complies with
NFPA 13. The system protecting the experimental area has been designed to provide a .17 g.p.m.
per sq. {t. density over 3000 sq. Ft. with 250 g.p.m. for hose streams. The heat detection has bsen
installed in accordance with NFPA 72, to activate the preaction system.

The Counting House and support areas has been designed to provide a .15 g.p.m. per sq. ft. density
over the entire facility with 250 g.p.m. for hose streams. The heat detection and smoke detection
has been installed in accordance with NFPA 72, to activate the preaction system.

Waterflow and detection is tied into the building fire alarm system and will activate building wide
audible/visual devices upon third level alarm. Air pressure and valve supervision report through th
site fire alarm system as supervisory devices. :

Standpipe are provided to the IR and AH via the wet pipe standpipe system serving the RHIC
Accelerator Tunnel. This is a wet system, provided with hose connections for Fi re/Rescue use (no

hose at the station). : :

3.3 PHENIX Detector

3.31
On the PHENIX Detector, electronics will be housed in enclosed racks. Since these racks are

purged with air, the ceiling level detection will not be effective. Given the high value of the
equipment, smoke detection has been installed in the racks. Each rackis provided with a spot type
smoke detector. These standard detectors will provide ample sensitivity given the fact the racks are
less than 8 ft. tall, 4 ft. wide and 4 ft. deep. The detectors in the racks will be grouped to allow
interfocks to shut down power to specific racks upon alarm. Future plans may have the normal
purge air replaced with nitrogen when the system goes into alarm. The rack system is tied into the
building fire alarm system and will activate building wide audible/visual devices. Building fire alarms
have battery backup (24 hour capacity) and emergency generator power (24 hour capacity).

3.3.2 HSSD on the Detector | L
Within the PHENIX Detector, an HSSD System will be Installed. The detection system will monitor

the volumes around the interior electronics. Simitar to.the IR HSSD, the units will have three levels
of alarm. First, will require PHENIX Detector operator attention. Second, will involve the operator
and the Fire/Rescue Group for investigation. A third level alarm will evoke electrical shutdown,
flammable gas detector purge/vent sequences, and building emergency exhaust ventilation for the
IR, as appropiate. _ '

This application of HSSD technology does not fit standard installation rules. Best engineering
judgement has been used for detector port placement. Factors influencing placement inctuded
normai air flow, collection points for smoke, location of ignition sources (electronic printed circuit




FHA, PHENIX Complex, Bidg. 1008, 1008A, 1008B, 1008C
Page 18 _ '

cards, power devices as opposed to signal circuits). Detector ports have been spaced at 400 sq.
ft. spacings. The HSSD Control Panel is tied into the building fire alarm system and will activate
building wide audible/visual devices upon third level alamm. Building fire alarms and the HSSD
system have battery backup (24 hour capacity) and emergency generator power {24 hour capacity).

3.3.3 Combustible Gas Detection on the Detector ' . .

Within the PHENIX Detector, an air sampling system combustible gas detection system will be
installed for experimental operations using flammable gases. The air sampling system consists of
a network of tubes that connect to a selector valve system. The selector valves and detection
assembly will be located outside of the IR. Sample points will be located on and around the detector
based on potential leak points, potential collection points, normal air flow pattems, and the detector’s
construction. There is no installation standard for this type of application. The “off the shelf” flame
ionization system uses a selector valve system to cycle through the sampling tubes and monitor
combustible gas levels. Detection cycles and lengths of sampling points will ensure response to a
leak within 90 seconds. [ndividual channel values are displayed and programmed for alarm and
output functions. There will be warning levels in the ppm range, in which operators will investigate
and monitor the situation. Higher reading will force action levels at 25 % of the Lower Explosive
Limit, which will entail notification of Fire/Rescue, electrical power shutdowns, activation of the IR
emergency ventilation system, vent and purge of detector chambers, as appropiate. The system
will be on emergency power to provide continued operations during power outages. '

‘3.4 PHENIX Counting House

The PHENIX Counting House is protected by a preaction sprinkler system in the Counting House
and the mechanical equipment spaces of 1008A (tech lab and offices have smoke detection).
Sprinkler system design and installation complies with NFPA 13.  The Counting House and support
areas have been designed to provide a .15 g.p.m. per sq. ft. density over 2500 sq. ft. with 250
g.p.m. for hose streams. Smoke detectors have been provided at 400 sq. ft. spacings in areas
where high value electronics are present. Heat detection at 400 sq. ft. spacings are presentin
other areas. Manual fire alarm boxes have been provided at the exits.  Local audible/visual
devices are provided to alert the building occupants. Building fire alarms have battery backup (24 -
hour capacity) and emergency generator power (24 hour capacity).

The PHENIX Counting House has been isolated from the adjacent mechanical spaces and tech
shops by a one hour fire wall with 3/4 hour rated doors.

3.5 PHENIX Gas Mixing House & Gas Storage Pad
The PHENIX Gas Mixing House is provided with NEC Class | Division 1l flammable atmosphere
rated fire detection. Detection is spaced at less than 400 sq. ft. per detector. Manual fire alarm

boxes are provided outside of the building. The service complies with NFPA 72 and is connected
into the building system. Local audible/visuat devices are provided to alert the building occupants.

3.6 Bldg. 1008C S -
Smoke detection has been provided at the ceiling level to protect the low valued electronics.
Manual fire alarm pull boxes are located by the exits. Combination bell and strobe lights have been
installed for focal notification. An independent fire alarm panel has been installed to provide
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coverage for this facility. All fire alarm and supervisory devices have been tied back to the BNL
Fire/Rescue Group via the Site Fire Alarm System,

The fire protection!suppressibn features of vital programs, high valued property, and e.ssential saféty
class systems at the PHENIX Complex are expanded upon in Sections 3.1 through 3.3, below.

4.1 Eire Protection of Vital Programs

The operation associated with this facility is not considered to be a DOE “vital program.” Therefore,

- no special fire protection precautions, beyond those that are generically described above, are
required for this facility. In the event PHENIX is damaged, it would take several weeks to replace
PHENIX with a beam pipe and resume operations at RHIC. :

4.2 Fire Protection of High Value Property

The majority of the dollar value is concentrated in the IR and the Control Room. During extended
periods of maintenance, the PHENIX Detector is relocated to the AH, as a whole or in pieces. With
over $60 Million concentrated in the IR, muttiple fire systems have been installed. The following
matrix lists the experimental subsystem, the associated costs (including enginsering and design),
and an estimated replacement value {costs less engineering and salvageable materials such as the -
large steel carriages). '
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System Total Construction Replacement Costs Funding Source
: Cost — L .
Ring Imaging _ 6.8M 6.3M KEK Japan

Cherenkov ' - _ _ '
(RHIC)Counter _
Time Expansion 5.4M 2.9M DOE
Chamber (TEC)

Brift Chamber (DC) 2.2M - 1.8M DOE
Central Magnet 2.5M 1.8M DOE/KEK Japan

Muon Magnet North 8.8M 5.9M DOE

Muon Magnet South | 6.6M 5.6M RIKEN Japan
Electro Magnetic 4.7M 3.7TM . DOE

Calorimeter (EM Cal) _
{Lead Scintillator)
Electro Magnetic 6M 5.6M . CERN/DOE
Calorimeter (EM Cal) : _
(Lead Glass)

Time of Flight (ToF) M 1.6M KEK Japan
‘Muon 1D North 4.8M . ~ 3.5M | DOE
Muon ID South 3.6M 3.3M RIKEN Japan

Beam-Beam Counter 9M M _ KEK Japan

Pad Chambers (PC) 4.3M | 2.8M | DOE&LUND

- The HSSD detection system on the PHENIX Detector, combined with the on-site Fire/Rescue

Group, is considered the primary response system. This system will summon aid at the earliest
practical stages (local alarms and signals to Fire/Rescue) and initiate protective actions (power off,
vent/purge flammable gases, activate emergency vent in IR, as appropiate).

The most likely source of ignition on the PHENIX Detector is the power for electronics. To minimize
the Detector loss potentials, a HSSD system will be installed on the detector. The equipment is
Underwriter’s Laboratory Listed. Sampling ports and tubes located to monitor electronics. Standard
instaliation rules cannot be applied to a piece of equipment. Detection ports were placed based on
air flow and ignition source location. Response to The three level of alarms will be: 1) first level is
local to The PHENIX Control room, 2) Second level alarms at The control room and at Fire/Rescue
for an investigative response, 3) third level alarms are fire alarms, ringing building bells, sending
signals to controt room and Fire/Rescue, and initiating interlocks (shutoff electrical power to PHENIX
IR, vent/purge of detector, building emargency ventilation system). - Control and Set points of HSSD

system are administered through the Site Fire Alarm System configuration control procedures.
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A secondary level of protection is provided by the building’s ceiling level HSSD system. It will detect
a fire in the IR/AH and start the same protective actions as The HSSD on The Detector.

For enclosed electronic racks on the Detector, smoke detectors will be placed inside of the racks
They will initiate the alarms, power shutdown to the rack effected. PHENIX Is considering an option
to flow nitrogen in place of air into the racks upon alarm.

Great effort was made during the design stages to keep the amount of combustibles low as
reascnably achievable. To this end, printed circuit boards were FR4 (self extinguishing). Wires,
cables, and materiais were also specified as self extinguishing (see Section 2.3.5). The intent was
to have materials that would self extinguish upon removal of power.

in areas with significant combustibles could not be controlled (EM Cal ), and removal of power will
not ensure self extinguishment, local application suppression systems are being recommended to
mitigate buming materials after removal of power (see Recommendations).

A third level of protection wilt be provided by the Building's preaction sprinkler system. This ceiling
level system is activated by heat detection. It is anticipated that this will only activate when a
sustained fire occurs in the Detectors and alt other controis have failed.

The primary and third level protective systems, described above, are installed to meet DOE's
requirements for redundant fire system in high value areas.

The Control Room has over $1 Million worth of equipment. This area is protected by smoke
detectors that actuate a preaction sprinkler system.

4.3 Protection of Essential Safety Class Systems

- There are no essentiai safety class systems associated with this non-nuclear faciilty.

5.0 Eire Loss Potentials

Fire loss potentials are classified into three major categories; the maximum credible fire loss, the
maximum possible fire loss, and the recovery potential. The loss potentials for the PHENIX Complex
are expanded upon in sections 4.1 through 4.3, below.

5.1

A Maximum Credible Fire Loss (MCFL; worst case, normal fire} assumes that the installed fire
protection systems function. For PHENIX, the definition of “fire protaction systems” include a portion
of the systems that protect property. The Highly Sensitive Smoke Detection System in the detector
is interiocked with the electrical supplies. Combined with the power fusing at board level and use
of non-prorogating materials, detection of a fire and self extinguishment is likely. However a worst
case scenario could resuit in the loss of an entire region in a sub system if Overcurrent devices fail
or a drastic faults occur. In the uniikely event that sustained bumning occurs, damage to a portion
of a subsystem will result in upwards of $1 Million in damage. Most systems can run independent
of other systems (although the quality of the physics is decreased). Therefore the overall program
interruption will not be severe.




FHA, PHENIX Complex, Bldg. 1008, 1008A, 1008B, 1008C
Page 22 - '

5.2 i .
The Maximum Credible Fire Loss (MCFL; assumes failure of all active fire systems) for PHENIX

is estimated to be over $43 Million. The event would include a fire in the detector that burms and
involves the flammable gas systems. The destruction would include total loss of all electronics and
chambers. The electronics racks and the South/North/Central Magnets would be heavily damaged.
The facitity would be minimally damaged, with most impact to fixtures as opposed to the reinforced
structure.  PHENIX could be extracted from the IR to aliow resumption of other RHIC experiments.
The recovery of PHENIX would take over 2 years due to the unique construction features.

There are no security considerations which relate to fire protection at this facility. Radiation Security
barriers comply with the Life Safety Code for egress.

7.0 Exposure Fire Potential
The PHENIX Gas mixing shed and gas storage pads meet the National Fire Protection Association

and Factory Mutual Loss Prevention Data sheets separation guidelines. They are not considered
exposures of concerns to the PEH. :

The electrical sub station to the north of Bldg: 1008A mests the Factory Mutual Loss Prevention
Data Sheet on electrical transformer yard separation. The emergency generator is separated by
a two hour fire wall from the transformer yard. These are not exposures of concern to Bldg. 1008.

The PHENIX Complex is located in the middle of the pine barrens. Pine trees and shrubs do pose
a potential exposure to the insulated metal structures, While the roof systems will not ignite from
burning brand produced in a brush fire, the metal walls will not provide a significant fire barrier.
Distance is the key element. A minimum 50 ft. distance (100 ft. for upward slopes) is required to
protect the structure. The conditions are acceptable now. Efforts will be needed to maintain theses
separations. _

Toxic, biological, and radiation incidents resulting from a fire, incIuding'water runoff, are analyzed
in sections 7.1 through 7.3, below.

8.1 Joxic Incident

There dre no known materials in the PHENIX Detector that, if involved in z fire, would result in a
significant quantity of toxic material being created and released.

8.2 Biological Incident

Due to the lack of blological matter at this facility, an incident of this type is unforeseeable,
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8.3 Radiation Incident

By the nature of the operations of the accelerator, various pieces of equipment can be expected
to become activated. This activation is not expected to pose a significant environmental impact in
the event of a fire since the material will not be easily disbursed.

For the calibration of instrumentation, there will be several small sealed sources. These sources
do not have the physical configuration nor the curie content to pose are radiological concern in the
event they are involved in a fire. '

No other radioactive materials are used or stored in the PHENIX Complex.

9.0 Prefire and Emergency Planning

The BNL Fire Department maintains an adequate Prefire plan book for this facility. “Hold Points™
are defined so that the Fire/Rescue Group will wait until conditions are safe prior to-approaching The -
facility. These hold points would be used during the two hour duration of venting/purge of lammable

gas.

A Local Emergency Plan is maintained by the Facility. It includes Control Room actions to take with _
various alarms. :

9.1 Fire Apparatus Accessibility

Fire apparatus accessibility is adeguate for the main facility. | Bldgs. 1008B and 1008C has a stone
dust road which will be difficult fo negotiate with heavy fire trucks in the winter and during periods
of heavy rain (see Recommendations).

10.0 Life Safety Considerations

Major life safety considerations for this industrial facility includes the following components; means
of egress components and capacity, number and arrangement of the means of egress, travel
distances to exits, discharge from the exits, and emergency lighting and marking of the means of
egress. :

With the routine use of the personei plug door, the PHENIX IR will have two well marked exits
available to occupants at all times. The exits meet the remote criteria of 12 D as required by the Life -
Safety Code for “high hazard” industrial cccupancies. Travel distances to an exit is within industrial
occcupancy standards of the Life Safety Code. Discharges from exits are to exterior grade and are
provided with exterior lighting (around the clock occupancy is expected). There are no exit paths
into the RHIC tunne! due to the presence of the Muon ID Plates.

Typical to an experimental area, beampipes and other services in the IR may create unavoidable
intrusions into the head room clearance in exit paths. These are point restrictions and occur only

in isolated areas. They are clearly marked on the floor with yeliow/black tape and allow for people

to “duck under” {at least 54 inches above the finished floor).




FHA, PHENIX Complex, Bldg. 1008, 1008A, 1008B, 1008C
Page 24

The AH has two weil marked and remote exits and in complete compliance with NFPA 101-97.
Large quantities of flammable gases will not be present in the AH, therefore it is not a high hazard
area as defined by the Life Safety Code. The RHIC Experimental Safety Committee will review all

quantity limits.
Bidg. 1008 and 1008A are similarly in compliance with NFPA 101-97 for industrial occupancies.

All areas are provided with emergency lighting via the emergency generator set at Bldg. 1008A.




